
 

Set point:            

Analogue Inputs:  

Alarms:               

Digital input:          

Op. hours:         

Password:         

Parameters:       

Label cooling set:  

Input Index :     -  

Current alarms 

Input Index :        -  

Value cooling set 

Configuration par  

Compressor par.:   

Fan control par.:   

Alarms par.:          

Pump par.:           

Antifreeze par.:    

Defrost par.:         

Param. Index    -  

Parameter value 

Number of hours 

Parameter value 

Parameter value 

Parameter value 

Parameter value 

Parameter value  

Parameter value 

Comp. hours:   -  

Password value 

Status of digital 

Val. analogue 

Param. Index    -  

Param. Index    -  

Param. Index   -  

Param. Index    -  

Param. Index    -  

Param. Index    -  

Pump hours:              

Expansion par.:    Param. Index    -  

Parameter value 

Number of hours 


