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Thermal cut Off = 80°C
Manual ResetTS2

Thermal cut Off = 45°C
Automatic ResetTS1

TS2
- THERMOSTAT DE SECURITE
- TERMOSTATO DI SICUREZZA
- SICHERHEITSTHERMOSTAT
- SAFETY THERMOSTAT
- TERMOSTATO DE SEGURIDAD
- VEILIGHEIDSTHERMOSTAT

TS1

A ENTREE POUR BATTERIE ELECTRIQUE - INGRESSO PER BATTERIA ELETTRICA - 
EINGANG FUR ELEKTROHEIZREGISTER - INPUT FOR ELECTRICAL RESISTANCE -
ENTRADA PARA BATERIA ELECTRICA - INGANG VOOR ELEKTRISCHE BATTERIJ

ENTREE POUR "E" - INGRESSO PER "E" - EINGANG FUR "E"
INPUT FOR "E" - ENTRADA PARA "E" - INGANG VOOR "E" B 

VITESSE MINI - VELOCITA' MINIMA - MINDEST DREHZAHL
LOW SPEED - VELOCIDAD MINIMA- MINIMALE SNELHEID L 

VITESSE MOYENNE - VELOCITA' MEDIA - MITTLERE DREHZAHL
MEDIUM SPEED - VELOCIDAD MEDIA - GEMATIGDE SNELHEID

VITESSE MAXI - VELOCITA' MASSIMA - HOCHST DREHZAHL
HIGH SPEED - VELOCIDAD MAXIMA - MAXIMALE SNELHEID

REMARQUES-NOTE-ALLGEMEINE HINWEISE-NOTES-NOTAS-ALGEMEINE OPMERKINGEN
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WATER VALVE VANNE EAU
OPTIONS

WASSERVENTIL
ITEM

VALVULA AGUA 
TOEBEHORENOPCIONES

E
OPTIONS

VALVOLA ACQUA KLEP  WATER
OPZIONI ZUBEHOER

Q1
R1-2-3 RESISTANCE 1 - 2 - 3

INTERRUPTEUR GENERALINT. DI MANOVRA SEZIONATORE
RESISTENZE ELETTRICHE HEIZREGISTER 1 -2 -3

HAUPTSCHALTERTWO POLES DISCONNECTOR
ELECTRICAL HEATERS

INTERRUPTOR GENERAL
RESISTENCIA 1 -2 -3 WEERSTAND 1 -2 -3

HOOFDSCHAKELAAR

R3

LXTFF01M

6

3
4

8

16

11

5

15

9

LXTFF01M

13

L
N

14

7

10

12

REMOTE CONTROL
230Vac 
50Hz

Q1

L N

V2

10

Thermostat
ALARM

B
U

O
G

M

B
N

TS2

L2
L3

14

L1

B
N

M12

L

B
K

N

M11

2

J3

1

4

M4

9

High-level
ALARM

L

C1

W
H

R3

O
G

W
H

L1

M15

13SEC1

O
G

5

L

EH

M3

B9

T1

PE

L1

M9

J5

M7

B
N

J1

V2

8

7

36

B
K

N

V1

12

230Vac 
50Hz

W
H

M

Q1

3

M10

TS1

R
D

M9

R2

M8

J2

1

N

M5
V3

N

6

B
N

1

N

L2

V3

11 M6

B
K

B
K

4

230Vac 
50Hz

Q2

N
L1

15

N

M

R1

1

W
H

L3

J4 V1

2

5

B
U

2

EE

PARAM P01=2 ELECTRIC HEATER AS 
PRINCIPAL HEATING SYSTEM

PARAM P21=150

PARAM P01=3 ELECTRIC HEATER AS 
INTEGRATIVE HEATING SYSTEM

Hot water temperature 
TH2O<45°C
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