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VERSION VFC / VFC VERSION ‘
|
F22  Magnetotérmico Circuitbreaker P Potenciometro Potentiometer
DA Actuador Compuerta Gate Actuator RC  Control Remoto Remote Control
DS  Sonda Descarga Descharge Sensor RE  Sonda Entalpia Retorno  Return Enthalpy Sensor
EC  Controlador de Entalpia  Enthalpy Controler RS  Sonda Remota Temperaturalemperature Remote Sensor
LM Mbdulo Légico Logic Modul TF  Transformador Transformer
OE  Sonda Entalpia Exterior  Outdor Enthalpy Sensor
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