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CONFIGURAR EL INTERRUPTOR CS:

ANTES DE EFECTUAR LAS CONEXIONES ELECTRICAS,

PRIOR TO MAKING THE ELECTRIC CONNECTIONS,
SET THE SWITCH CS:
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LTX Unidad interior Indoor unit D Sonda bateria interior Indoor sensor coll
KJCK Unidad exterior Qutdoor unit Im(MCC) Intensidad méxima Maximum current
AS Motor air sweep . Air sweep motor IR Receptor infrarrojos Infrared receiver
CFM Motor ventilador exterior Compressor fan motor K/R Contactor o rels Contactor or relay
CH Calentador de carter Crank case heater L Presostato de baja Low pressure pressostat
CM Motor compresor - Compressor motor MT Termostato Segumdmd (70°C automético) Safety thermostat (open 70°C autom. reset)
Cs Interruptor configuracién Configuration switch PCB Placa control Printed circuit board
EH Bateria electrica Electric Heater PT Transductor de presion Pressure transducer
F1—4 Fusible L o Fuse . Q1 Interruptor diferencial Ground safety switch
Fi1 Proteccion térmica Thermal protection Q2 Interruptor magnetotérmico Circuit Breaker
FM Motor ventilador interior » Indoor fan moator R Resistencia Resistor
FsC Control condensacion proporcional Fan speed control RM Sonda temperatura retorno Return temperature sensor
HP Presostato alta presion High pressure pressostat SC Relé control secuencia—fallo de fases Phase sequence and failure control relay
HPR Control condensacion TODO/NADA  Winter control ON/OFF
la(LRA) Intensidad de arranque Starting current
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ELECTRIC DIAGRAM

(LTX + KJCK)

3N~ 400V 50HZ + PE




