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DESCRIPTION

KEY COMPONENT
| K-GAS | QUTPUT
2 ACK-COOL ING_SENSOR, INPUT
3 ACK - R & COOL I CONT
J114 ACK-SENSOR _INPUT
5 ACK-ECONOMIZER QUTPUT
6 ACK-COMPRESSOR 2
8 ACK-COMP_ 3 & 4 CONTROL
119 JACK-COMP 3 & 4 INPUT
|, - CONTACTOR-COMPRESSOR |
2, - CONTACTOR-COMPRESSOR 2
3, - CONTACTOR-BLOWER RELAY
10,-1,2 [RELAY-OUTDOOR FAN
14, - CONTACTOR-COMPRESSOR 3
K65,-1,2 |RELAY-EXHAUST FAN |
8, - LAY-OUTDOOR FAN 2
K149, - RELAY-OUTDOOR FAN 3
50, -1,2|RELAY-OUTDOOR FAN 4
K159,-1,2|RELAY-LOW AMBIENT SWITCH
PI8 PLUG-PE
P24 PLUG-EXHAUST FAN
35 -TEST,HEAT
P36 PLUG-TEST, COOL
P47 PLUG-OUTDOOR FAN |
P52 PLUG-OUTDQOR FAN 2
8 PLUG-BLOWER DEC
P106 PLUG-MOTOR, QUTDQOR FAN 3
P107 PLUG-MOTOR, QUTDOOR FAN 4
P11l PLUG-GAS | OUTPUT
2 -COOL ING_SENSOR INPUT
PI113 -BLOWER & COOL | CONT
Pl14 PLUG-SENSQR INPUT
PII5S LUG-ECONOMIZER QUTPUT
PII6 PLUG-COMPRESSOR 2
PII8 PLUG-COMP 3 & 4 CONTROL
P19 PLUG-COMP_3 & 4 INPUT
S4 SWITCH-LIMIT,HI PRESS,COMP |
S7 SWITCH-LIMIT,HI PRESS,COMP 2
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WARNING-ELECTRIC SHOCK HAZARD,CAN CAUSE INJURY
OR

DEATH. UNIT MUST BE GROUNDED IN

ACCORDANCE WITH NATIONAL AND LOCAL CODES

DISCONNECT ALL POWER BEFORE SERVICING

THERMOSTAT HEAT ANTICIPATION SETTING 0.1 AMP

[F ANY WIRE IN THIS APPLIANCE IS REPLACED,
MUST BE REPLACED WITH WIRE OF LIKE SIZE,RATING

AND INSULATION THICKNESS

IT

NOTE-FOR USE WITH COPPER CONDUCTORS ONLY
REFER TO UNIT RATING PLATE FOR MINIMUM CIRCUIT

AMPACITY AND MAXIMUM OVERCURRENT PROTECTION SIZE
LINE VOLTAGE FIELD INSTALLED NEC/CEC CLASS |

NOTE-ALL REMAINING WIRES FACTORY INSTALLED

/\ 542 USED ON "M" VOLTAGE UNITS AND
UNITS WITH HIGH EFFICIENCY MOTORS
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DESCRIPTION
COMPONENT

_-MAIN DESCRIPTION

-ECONOMIZE KEY COMPONENT

L -COMPRESSOR 2 Cl9 |CAPACITOR-OUTDOOR FAN ¢

-COMPRESSOR 3 & 4 CB8_ [CIRCUIT BREAKER-TRANS TI

RESSOR | CBI8 [CIRCU EAKER-TRANS T18

RESSOR 2 [F1T0 |FUSE-OUTDOOR FAN MOTOR

-BLOWER HR | HEATER-COMPRESSOR

-OUTDOOR FAN | HR2 HEATER-COMPRESSOR 2

R-OUTDOOR _FAN 2 HRS EATER-COMPRESSOR 3

R-EXHAUST FAN | JI1 [JACK-GFT RECEPTACL

R-EXHAUST FAN 2 J18 |JACK-PED

RESSOR 3 J24  |JACK-EXHAUST FAN

R-OUTDOOR FAN 3 25 |JACK-TEST,HEAT

-QUTDOOR FAN 4 36 |[JACK-TEST, COOL

C R-OUTDOOR FAN | J47 |JACK-OUTDOOR FAN |

CITOR-OUTDOOR FAN 2 J52 |JACK-OUTDOOR FAN 2

C R-EXHAUST FAN | J98 |JACK-BLOWER DECK
ACITOR-OUTDOOR FAN 2 J106 [JACK-MOTOR, OUTDOOR FAN 3
PACITOR-OUTDOOR FAN 3 J107 [JACK-MOTOR,OUTDOOR FAN 4
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DESCRIPTION

KEY C
SI| |SWITCH-LOW PRESS,LOW AMB KIT
528 |SWITCH-LIMIT,HI PRESS,COMP 3
S42 |OVERLOAD-RELAY,BLOWER MOTOR
S48 |SWITCH-DISCONNECT
S49 [SWITCH-FREEZESTAT,COMP |
S50 [SWITCH-FREEZESTAT,COMP 2
S53 [SWITCH-FREEZESTAT,COMP 3
584 |S H-LOW PRESS,LOW AMB COMP 2
585 [SWITCH-LOW PRESS,LOW AMB,COMP 3
587 1S H-LOW _PRESS,COMP |
588 |S H-LOW PRESS, COMP 2
598 [CH-LOW PRESS, COMP_3

RANSF ORMER-CONTROL
18 [TRANSFORMER-CONTACTOR
BI3|TERMINAL STRIP-POWER DISTRIB
B34 |TERMINAL STRIP-TRANS Tl
TB35|TERMINAL STRIP-TRANS T18
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COMBINATION PACKAGED/ROOF TOP

LCA,LGA-180-1-G,J,M,Y

HEAT/COOL SECTION Bb
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